TIE-IN TO EXISTING 2” POLYETHYLENE MAIN
@ SOQUEL DR. (BACK OF SIDEWALK)

INSTALL:
1—2—INCH FORD PACK JOINT FITTING (OR
APPROVED EQUAL). USE INSERT STIFFENERS
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REPLACE (2) STANDARD SERWCE
CONNECTIONS PER SCWD STD.
PLAN S—3. USE 2" X 1”7
COMPRESSION TEES WITH FORD
F1100 CORP. STOPS.

INSTALL:

1—2" PERMANENT BLOW-OFF
PER SCWD S—12.

ABANDON EXISTING BLOW—OFF|
AFTER NEW MAIN IS IN
SERVICE.
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INSTALL 225 £ 2"
POLYETH E\WATER MAIN
PRESSURE CLASS 200 AND
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AWWA C901. \
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KOTE: PIPE LAYOUT TO BE
DETERMINED IN THE FIELD BY
DISTRICT ENGINEER.

RECONNECT EXISTING 1" SERVICE
USING FORD PACK JOINT (OR

APPROVED EQUAL) WITH INSERT
STIFFENERS PER SCWD STD. PLAN

S—4 AT MAIN USE 2" X 1”
COMPRESSION TEE WITH FORD F1100
CORP.MSTOP.
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SOQUEL, SANTA CRUZ COUNTY, CALIFORNIA

SOQUEL DR. MAIN REPLACEMENT
(SOQUEL POST OFFICE)

CWO. NO. 04-24
DATE: 04/14/04
SCALE: 1" =20’

DESIGN BY: TAD
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t‘ SOQUEL CREEK
J WATER DISTRICT

PO Box 158 Soquel, Califomia 95073
Phone Number: (831) 475-8500

Fax Number: (831) 475-4291
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