NOTES
1. ALL PIPE AND FITTINGS TO BE POLYETHYLENE SERVICE TUBING OR BRASS PIPE AND FITTINGS.
2. METER FLANGES AND BOLTS TO BE PROVIDED BY DISTRICT.
3. CRITICAL SERVICES CAN BE DESIGNED WITH A BYPASS LINE BY DISTRICT ENGINEER
4. RISERS MUST BE SAND BACKFILLED, NOT NATIVE SOIL.
5. A REDUCED PRESSURE BACKFLOW ASSEMBLY MAY BE REQUIRED BY DISTRICT BACKFLOW SPECIALIST.
6. IF MINIMUM BENDING RADIUS CAN BE ACCOMMODATED, DO NOT USE 90° ELBOW PAC JOINT FITTING